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Test specification

Standard........ccoeeveiiiiieee : ANSV/IES LM-79-19
Test Report Form No...................... : TRF.IES LM-79-19_B
TRF Originator..............ccccccoeuvnenene...... AOCE
Master TRF ..., : Dated 2026-04
Test item description ....................... : LED Street Light
Trademark .......cccoooveivecineiieel f
£Fr== ;’\5? z—P55
Manufacturer..........c.cccccoeevveenvnneee.t. ZHEJIANG ALITE LIGHTING CO., LTD
AdAreSSs ....ovoveviieiiieeeeeeeee e . 2nd Floor, 8th Building, No. 188 East Development Avenue, Taizhou
City, Zhejiang,China
Model and/or type reference .............. . ZS03 75W
Rating(s) (V; HZ)...oovvvoooooeeeceeeeeece. . 85-265V~,50/60Hz, 75W, 4000K
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LED Source
LED Packages/Modules type ......

LUXEON 5050

LED Packages/Modules quantity __ 96 pcs

LED Package/Modules supplier ___. Lumileds
Number of test objects .............. 1 sample
Date of receipt of test item ................ 1| 2026-06-01

Date(s) of performance of tests.........:

2026-06-01 to 2026-06-11

General remarks

This report must not be used by the client to claim product certification, approval, or endorsement by

NVLAP, NIST, or any agency of the U.S. Government.

The test results presented in this report relate only to the object tested.
This report shall not be reproduced, except in full, without the written approval of the Issuing Testing

Laboratory.

This report will not be used as social proof function in China market.
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Testing Summary

1.

Integrating sphere Test

2. Goniophotometer Test

TEST METHOD

1.1

1.2

1.3

Seasoning in Sample Orientation - LED Products

No Seasoning was performed in accordance with ANSI/IES LM-79-19.

Light Output and Light Distribution Measurements

Light Output and Light Distribution were measured using a Everfine Go-2000 Goniophotometer. The DUT rotates
only around the fixed vertical axle in the prescribed burning position and a reflecting mirror rotates around the
horizontal axle, meanwhile, the mirror in the opposite side reflect the measured beam perpendicularly towards to a
fixed detector at the horizontal rotation axis. The combined motion of the DUT and mirror permit the measurement
of luminous intensity at the direction of any horizontal or vertical angle without tilting the DUT. The DUT was
allowed to stabilize before measurements were made. The calibration of the Goniophotometer system is by the
reference/standard lamps which are traceable to NIM. Electrical measurements including voltage, current, power
and power factor were measured using the Everfine Model PF-9811.

Color Performance

Color Performance was measured using an Everfine 2 m Integrating Sphere Unit at the ambient temperature of
25°C +1°C. Temperature was measured at the same height as the sample inside the sphere.

Correlated color temperature and color rendering index was measured using an Everfine Model HS2000
Spectrophotocolorimeter attached to the detector port of the integrating sphere and it was calculated from the
spectral radiant flux measurements taken over the range 380 to 780 nm. The calibration of the integrating sphere
spectrometer system is by the reference/standard luminaires which are traceable to NIM.

Electrical measurements including voltage, current, power and power factor were measured using the Everfine
Model PF-210.

Self-absorption factor of integrating sphere was considered during the testing.
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. Calibration Equipment Used
No. Equipment Model No. certificate number number Last Cal. Cal.Due 0
1 Largzg;:g?erat'”g HS2000 ZS26040665D095 | AOCE-P-001 | 2026-04-11 | 2027-04-10 N
2 Light-distribution | - ~5 5000 | 7526040665D096 | AOCE-P-002 | 2026-04-11 | 2027-04-10 |
photometer
3 Staggﬁ;ge"ght D204 YG202601152 AOCE-P-003 | 2026-04-17 | 2027-04-16 N
4 Staggﬁ:ﬂ;ight 500cd YG2026012100 | AOCE-P-004 | 2026-04-22 | 2027-04-21 |
5 P“”gf)ﬂrigwer DPS-1010 | ZS26040665D100 | AOCE-P-005 | 2026-04-11 | 2027-04-10 |
6 DC source WY305 7S26040665D101 | AOCE-P-006 | 2026-04-11 | 2027-04-10 N
7 Power Meter PF-210 7526040665D102 | AOCE-P-007 | 2026-04-11 | 2027-04-10 N
8 P““giﬂr':g""er DPS-1005 | ZS26040665D097 | AOCE-P-008 | 2026-04-11 | 2027-04-10 N
9 P“”gf)ﬂrigwer WY3010 | ZS26040665D098 | AOCE-P-009 | 2026-04-11 | 2027-04-10 |
10 Power meter PF-9811 7S26040665D099 | AOCE-P-010 | 2026-04-11 | 2027-04-10 N
11 | Hygrothermograph | DM-3210 | ZS26040665D027 | AOCE-P-011 | 2026-04-20 | 2027-04-19 N
12 | Hygrothermograph | DM-3210 | ZS26040665D125 | AOCE-S-131 | 2026-04-20 | 2027-04-19 N
13 Long steel tape 5m C26AX002891218 AOCE-S-133 | 2026-04-11 | 2027-04-10 N
Thermal
14 HT-9829 | ZS26040665D146 | AOCE-P-012 | 2026-04-18 | 2027-04-17 N
anemometer
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1. Integrating Sphere Test

Temperature: | 24,9 °C

Environmental Condition:

Test Result:
Sample ID Voltage Frequency Current Power Power St.abiliza?ion
(Vac) (Hz) (A) Factor (W) time (min)
002 230,0 50 0,336 0,963 74,48 120
Sample ID ccT Ra
(K)
002 4092 72,1

Orientation of installation: Downward Light
Operation time: 140 min

Spectrum
Epectrum i (i 2.43$e+ﬂ02mﬂfnmC151931 EVERFINE

1.2 bttt ot % =:0.3832 ¢ = 0,403
CCT = 4095K

nE
380 580
Wavelength {nm)

Colorimetric Parameters
Chromaticity Coordinate: x =0.3832y = 0.4013 /u' = 0.2174 v' = 0.5123 (duv=1.03e-02)

CCT= 4095K Prcp WL: Ld=574.3nm  Purity=35.4%
Peak WL: Lp=452nm FWHM: =18.2nm Ratio:R=15.8% G=81.6% B=2.6%
Render Index: Ra = 72.1

EEL: 0.07588 A++ Highest

R1=67 R2=79 R3=89 R4=70 R5 =67 R6 =71 R7 =83
R8=50 R9=0 R10=50 R11=66 R12=38 R13=69 R14=894 R15=59
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2.Goniophotometer Test

Environmental Condition:
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Temperature: | 25,0°C
Test Result:
Sample ID Voltage Frequency Current Power Power St.albilizat.ion
(Vdc) (Hz) (A) Factor (W) time (min)
001 230,0 50 0,338 0,9633 74.884 120
Flux Downward Upward Luminous
Sample ID (im) Street House Street House Efficacy
side (%) side (%) side (%) side (%) (Im/W)
001 13310 71,8 28,2 0 0 177,75
Orientation of installation: Downward Light
Operation time: 150 min
Roadway Summary
Cutoff Classification: FULL CUTOFF
Distribution: TYPE lll, SHORT
Max Cd, 90 Deg Vert: 0 cd/klm
Max Cd, 80 to <90 Deg: 34,17 cd/klm
Light Distribution
-/+180
=150 150
=120 120
a0
60
UNIT:cd
Y _c0/180,61.1
c90/270,152.6
30

0
AVERAGE BEAM ANGLE (50%):106.8 DEG

TRF.IES LM-79-19_B
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ISO Lux Diagram

ROAD SURFACE ISOLUX DIAGRAM
ILLUMIMNANCE AT MH=10 m,Enadir = 41.14 1x
1 TO CONVERT TO OTHER MH,MULTIPLY BY FACTOR IN THE TABLE.
2 1 - :
; C HEIGHT FACTOR
E B | \ 5 m 4,000
a - \ ] & m 2.778
r A 7m 2.041
- S
£ T E 8 m 1.563
a ' —
2 == = 9 m 1.235
o I
= = 10 m 1.000
S E
£ 30 11 m 0.826
i - 12 m 0.694
E! Lol L L Lol L L Al L 1 Ll L L Lol L L il 1 Lol L L Lol L - Ll L Lol L L Ll 1 Ll L L Lol L L
w 47 - -5 -4 -3 -2 -1 ] 1: Z 3 F] 5 3 7 13m 0.592
RATIO OF DISTANCE TO MOUNTING HEIGHT T4 i 0.510
— 35 76 == 72 17 — 13 T T
4.4 — 2.2 — 1.3 — D.44 0.22
16 m 0.391
Coefficient of Utilization Curve
CU{ %) STREETLIGHT CCEFFICIENT OF UTILIZATION CURVE
100
TILT ANGLE
0.0 (DEG
50 ( )
— 5.0 (DEG)
B0 _ 10.0 (DEG)
—_— 15.0 (DEG) i =
70 20.0 (DEG) -
-'s-.- e
60 —=
-
I
50 e
FAr
40
i
Fird
— F.
30 +—1 i
20 ] - @ ,f
- {
10 %‘ i
F
| Y F 4
1 L
O 1
2 1 0 1 2 3 4
HOUSE SIDE STREET SIDE RATIO OF DISTANCE TO MOUNTING HEIGHT
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Luminous Intensity Distribution Data
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Table--1 UNIT: cd
C (DEG)

v (DEG] 1} 22.5| 45 |67.5| %0 (112.5| 135 |157.5| 180 |[202 5| 225 [247.5| 270 [292.5| 315 |337.5
0 41334114 (4103 [4090 | 4083 | 4080 |4077 | 4085 (4133 (4114 | 4103|4090 |4083 [ 4080 | 4077 | 4085
5 4344 (4295 [ 4229 (4146 | 4062 | 3977 |3902 [ 3864 | 3908 |3918 | 3971 |4041 4121 (4195|4250 [4291
10 4571 | 4503 | 4391 | 4226 | 4058 | 3883 |3705 | 3584 | 3609 (3662 (3818 (4006 (4183 | 4338|4461 (4524
15 4835 | 4746 | 4570 | 4324 | 4053|3777 |3465 | 3246|3240 (3341 (3626 (3966 (4245 | 4494 | 4675 (4791
20 5095|5013 [ 4804 (4417 | 4053 | 3665 | 3200 (2844 (2795 [2944 | 3376 | 3915 | 4316 [ 4661 | 4940 |5070
25 5447|5362 [5029 [4539 | 4070 | 3550 | 2891 (2392 (2315 (2462 | 3076 | 3844 | 4387 [ 4851 | 5222 |5416
30 5803 5766 (5345 |4714 | 4094 | 3413 | 2485 (1972 [ 1896 (1999 | 2672 | 3754 | 4470 (5074 | 5566 |5838
35 5430|5638 | 5650 | 4952 | 4134 | 3258 |2090 |1664 |1616 1654 (2219 (3657 |4576 | 5342|5944 |5780
40 4189|4648 (5534 |5375 | 4217 | 3101 |1762 (1487 (1487 [1460 |1862 | 3556 |4718 (5744 | 6002 | 4500
45 1312 2301 (4869 (5824 | 4380 | 2952 |1534 (1404 [1406 [1354 | 1585 | 3458 | 4909 (6229 | 5588 |2643
50 415 | 463 | 3307 |5774 | 4689 | 2801 |1416 (1334|1270 |1287 |1406 | 3355 |5175 | 6415 | 4205 | 5086
55 286 | 291 1286 (5731 |5224 2627 |1338 |1249 (1147 (1209 | 1287 | 3239 |5635 6377 (1874 | 299
&0 217 | 222 | 381 (4979|5935 (2379|1208 )|1100 (1024 |1075 (1137|3011 |6311 |5864 | 483 | 226
65 159 | 172 | 231 |4300 (6506|1823 | 930 | 840 | 680 | 856 | 893 |2488 |6812 4865 | 236 | 179
70 124 | 124 | 159 |2640 | 6280 | 743 | 455 [ 274 | 152 | 380 | 495 |1050 |7035(3177| 171 | 130
75 92.0(B5.3[97.1 (1353|2469 | 162 | 138 | 104 | 122 | 112 | 187 | 225 |3720|1684| 110 |91.6
80 59.7|43.2|49.9 | 341 | 178 |44.4 |54.5|70.1|93.3|76.4(72.3(60.5| 304 | 455 |62.4 |50.3
85 19.9|17.1|19.5|80.4|32.7(18.5|15.6|31.4|46.1|37.1(22.8(23.4|38.0|72.2|27.2|20.0
90 o.00|o0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00 0.00|0.00|0.00|0.00(0.00|0.00|0.00
95 o.00|o0.00|o0.00|0.00|0.00|0.00|0.00|0.00|0.00 |0.00|0.00|0.00|0.00(0.00|0.00|0.00
100 o.00|o0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00 |0.00|0.00|0.00|0.00(|0.00|0.00|0.00
105 0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00(0.00(0.00]|0.00|0.00/(0.00|0.00
110 0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|(0.00(0.00|0.00|0.00|0.00|0.00
115 o.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00 |0.00|0.00|0.00|0.00(0.00|0.00|0.00
120 o.00|o0.00|o.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00(0.00/|0.00|0.00
125 o.00|o0.00|0.00|0.00|0.00|0.00|0.00|0.00[0.00|0.00|0.00|0.00|0.00(|0.00|0.00|0.00
130 0.00|0.00|0.00)0.00|0.00|0.00|0.00|0.00|0.00|0.00(0.00(0.00]|0.00|0.00(0.00|0.00
135 o.00|o0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00 |0.00|0.00|0.00|0.00(0.00|0.00|0.00
140 o.00|o.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00 |0.00|0.00|0.00|0.00(|0.00|0.00|0.00
145 0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00 |0.00|0.00|0.00|0.00(|0.00|0.00|0.00
150 0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00(0.00(0.00|0.00|0.00/|0.00|0.00
155 0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00(0.00(0.00]/0.00|0.00(0.00|0.00
160 o.00|o0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00 0.00|0.00|0.00|0.00(0.00|0.00|0.00
165 o.00|o.00|o.00|0.00|0.00|0.00|0.00|0.00|0.00 |0.00|0.00|0.00|0.00(|0.00|0.00|0.00
170 o.00|o0.00|0.00|0.00|0.00|0.00|0.00|0.00[0.00|0.00|0.00|0.00|0.00(0.00[0.00|0.00
175 0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00|0.00(0.00(0.00|0.00|0.00/|0.00|0.00
180 0.00|0.00(0.00)0.00|0.00|0.00|0.00|0.00|0.00|0.00|(0.00(0.00|0.00|0.00|0.00|0.00
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-- END OF TEST REPORT --

TRF.IES LM-79-19_B



Page 10 of 13
Report Reference No.: AOCE260509748-P

STATEMENT

The test report merely corresponds to the test sample.

It is not permitted to copy extracts of these test result without the written
permission of the test laboratory.

If you have any objection to this report, please submit it to the test unit within 15

days from the date of receipt of the report.

Test Laboratory: Zhongshan AOCE Testing Technology Co., Ltd.

Address: 5/F, Building A, No.5 Jingdi Road, Henglan, Zhongshan, Guangdong, China.

TEL: +86-760-87553128
URL: www.aoce-lab.com

E-Mail: guanlilin@aoce-lab.com
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